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Credit(s) earned on 
completion of this course will 

be reported to AIA CES for AIA 

members. Certificates of 

Completion for both AIA 
members and non-AIA 

members are available upon 

request.

This course is registered with 

AIA CES for continuing 

professional education. As 

such, it does not include 
content that may be deemed 

or construed to be an 

approval or endorsement by 

the AIA of any material of 
construction or any method or 

manner of

handling, using, distributing, or 

dealing in any material or 
product.
___________________________________________

Questions related to specific materials, 
methods, and services will be addressed at 

the conclusion of this presentation.
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The use of utility bills to benchmark building performance is a 

critical first step in any approach to energy conservation. However, 

utility bills can only tell you so much about how to improve building 

performance. Five multifamily buildings received circuit level 
electricity, temperature, and CO2 monitoring equipment. The data 

identified inefficient mechanical designs, incorrect installations, 

poor maintenance and individual apartments with high energy 

use. We will review what we measured and what we learned, 
including energy savings as a result of this monitoring strategy.

Course Description
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Learning Objectives

1. Be able to evaluate if a building warrants an investment in 

equipment that provides data beyond that which is available via 

utility bills. 

2. Be able to formulate a scope of work for energy monitoring and 

determine what information will be most valuable in their 

conservation efforts.

3. Know some standard approaches to evaluating the data 

available through energy monitoring systems.

4. Understand some of the obstacles to installing and maintaining 

energy monitoring equipment in the multifamily setting.

At the end of the this course, participants will be able to:
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Agenda

 POAH Utility Data Collection

 Individual Unit Monitoring

 Expanding Energy Metering

 Technology

 Lessons Learned

Case Studies
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Non-Profit Developer and Owner
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Utility Bill Data

Utility Ecova
Online 

Database
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Prioritization is Key
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Barr Foundation Grant

Fairweather Peabody

Peabody, MA

Grant Objectives

 submeter residential unit 

electric and gas use

 share data with 

residents to encourage 

reduction

Analyze data to inform 

building performance 

upgrades
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Preaching to the Choir?
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Search for the Outliers
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Building Performance

Boiler Short Cycling

Making Hot Water 24/7
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Individual Metering Costs

Property Units

Types of 

Submeters

Installed 

Cost Cost/Unit Cost/Unit/Month

Fairweather 

Peabody 88 Electric, Heat $57,963 $659 $1.50

The Grant 33

Electric, Gas, 

Water $22,176 $672 $4.00

The Jackson 67 Gas $30,150 $450 $3.00
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Submetering for Unit Data
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Expanding to other POAH Developments

Kenmore Abbey

(199 apts)

Franklin Square

(193 apts)

Fairweather

(88 apts)

Blackstone

(145 apts)

Salem Heights

(283 apts)
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Electricity Use per Apartment
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Salem Heights    4,588
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Increasing Array of Options
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How do we get more data?

Inexpensive Expensive

RemoteOn Site

Cost*

Data Access

System Control

None Full

Integrated Hardware & Software

Separate Integrated
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Building Monitoring: Site Sage
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Site Sage: Targeted Buildings

Property Units 2014 Utility Spend
# Circuits 
Monitored Installed Cost

Blackstone Apartments 145 $197,499 107 $8,951 

Fairweather Peabody 88 $94,395 60 $7,620 

Franklin Apartments 193 $348,775 112 $10,729 

Kenmore Abbey 199 $346,439 133 $14,562 

Salem Heights 283 $611,482 56 $7,004 
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Real Time: Building Level Data
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Building Level History
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Circuit Level Data
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Sensors Available
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Set Alerts
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Lessons Learned from the Process
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Lesson Learned: How will you get data?
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Lesson Learned: Electrical Panel Labels
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Lesson Learned: Who will look at data?

Blackstone Data:

107 Circuits

X 60 Readings an hour per circuit

X 24 hours a day

= 154,080 data points per day

X 365 days

= shitload of data points per year
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What is the data telling us?
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Monitoring entire buildings is expensive. So…

Based on monitoring an entire 

building at Fairweather, we 

identified the four monitoring 

priorities:

1. Troubleshooting

2. Air conditioning

3. Heating

4. Ventilation
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Salem Heights Pumping
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Salem Heights Pumping
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Pumping Savings

Pumps kWh Saved Rate Savings

Heating Loop 2400 $0.20 $480

Primary Boiler Loop 3000 $0.20 $600

DHW Indirect Loop 800 $0.20 $160

Total: 6200 $1240
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DHW Issue
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Air Conditioning

Kenmore Abbey

(Direct Expansion)

Franklin Square

(Window)

Fairweather

(Through-the-wall)

Blackstone

(Through-the-wall)

Salem Heights

(Through-the-wall)
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Measurement Approach

1. Calculate total 
apartment use per 

month 

2. Add common area 

electricity use per 
month

Equipment cost:

– $0

location_name timestamp kwh 

Blackstone Jan-13 46815

Blackstone Feb-13 65392

Blackstone Mar-13 43009

Blackstone Apr-13 38321

Blackstone May-13 36252

Blackstone Jun-13 33321

Blackstone Jul-13 36105

Blackstone Aug-13 35039

Blackstone Sep-13 34509

Blackstone Oct-13 37722

Blackstone Nov-13 37755

Blackstone Dec-13 40572
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Air Conditioner Use (kWh/ Apt)
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Heating -Boilers

Kenmore Abbey

(2-Stage 85% efficient)

Franklin Square

(Modulating 85% efficient)

Fairweather

(Modulating

85% efficient)

Blackstone

(Modulating 93% efficient)

Salem Heights

(2-Stage 85% efficient)



PRESERVATION OF AFFORDABLE HOUSING

Heating - Apartments

Blackstone

Franklin Square

Kenmore Abbey

Fairweather

Salem Heights

Whalen fan-coils
Fin-tube radiators
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Measurement Approach

Install sensors:

– Supply and return 

water temperature

Install circuit transformers:

– Boilers and pumps

Equipment cost:

– Monitor  $439

– Gateway $140

– Sensors $39 each

– 2 yr. license $576
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Fairweather Peabody
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Franklin Square
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Salem Heights
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Btu per Hour per Apartment
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Ventilation

Kenmore Abbey

(6,200 watts)

Franklin Square

(2,200 watts)

Fairweather

(25-150 watts)

Blackstone

(9,000 watts)

Salem Heights

(2,200 watts +)
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Measurement Approach

Add CTs for Fans:

– $13 per CT

Add CO2 sensor:

– CO2

– Temperature

– Relative Humidity

Equipment cost:

– $630
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Mechanical Ventilation Rated CFM & Cost

Blackstone Kenmore Franklin Fairweather

Ventilation Type CFM/ Apt CFM/ Apt CFM/ Apt CFM/ Apt

Energy Recovery Unit CFM per apartment 69 73

Exhaust fan CFM per apartment 135 72 40

Make up air fan CFM per apartment 71

Notes:

• Peabody ERU and exhaust fans run 24/7 at 100%

• Kenmore ERU fan runs 24/7 at 100%

• Fairweather exhaust fans run 12/7 at 100% and make up air is off

• Franklin exhaust and make up air fans run 24/7 at 100%

• Blackstone, Franklin, and Fairweather fan kWh is measured

• Kenmore exhaust fan ventilation kWh is estimated

• Actual CFM and associated gas cost is estimated

• Electricity cost @ $.20/kWh

• Gas cost @ $1.00/therm
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Estimated Ventilation Electricity and Gas Cost 

per Apartment
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Corridor CO2, Temperature, & RH

Kenmore Abbey
100% Ventilation from

3 Energy Recovery Units

73 CFM/ Apt

Franklin Square
100% ventilation from

3 Make up air units &

8 Exhaust Fans

72 CFM/ Apt
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Ventilation Impact – CO2
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Ventilation Impact – Temperature
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Ventilation Impact – Relative Humidity
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Proposed Actions

Troubleshooting

– Continue to investigate and monitor 

odd readings and resident complaints

Air Conditioning

– Monitor Kenmore chiller operation

Heating

– Continue to adjust controls

Ventilation

– Test apartment-level CO2 measurement 

and ventilation control
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Thank You

Toby Ast

tast@poah.org

617-449-0871

Julie Klump

jklump@poah.org

617-449-1017

John Snell

jsnell@peregrinegroup.com

617-409-5230

mailto:tast@poah.org
mailto:jklump@poah.org
mailto:jsnell@peregrinegroup.com
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This concludes The American Institute of 

Architects Continuing Education Systems Course

Provider Name/Logo


